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UNLESS OTHERWISE
NOTED ON PLANS

RESTRAINED VERTICAL BEND CAN BE
USED ON TEE (TIPPING TEE UP) TO
MINIMIZE HYDRANT AND VALVE DEPTH

PIPE JOINT RESTRAINT SHALL
BE USED ON ALL SLIP-ON JOINTS
LESS THAN ONE FULL PIPE LENGTH

AWAY FROM GATE VALVE

\ RETAINER GLANDS (TYP.) A

ALL FITTINGS ON HYDRANT
LEAD & MAIN TEE
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NOTE

DEPARTMENT OF PUBLIC WORKS
CITY OF ROCHESTER, MINNESOTA

HYDRANT BRANCH DETAIL

CARE MUST BE TAKEN NOT TO PLUG THE
HYDRANT DRAIN PORT WITH CONCRETE. DRAIN

D valon C . [Covony. o O . frrrond

PORTS TO BE PLUGGED IF REQUIRED BY
SPECIAL PROVISIONS.
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